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[bookmark: _GoBack]Abstract: In this research perforated finned heat exchangers' diameter affected convective heat transmission. These holes were positioned on the circular fins so that they lined up with one another at the same predetermined angle. On the bottom of the fin, close to the heating tube surface, the perforations produced turbulence. The impact of this turbulence on pressure drop and heat transmission was then examined through a number of investigations. To ascertain the optimal heat transmission, several experiments were conducted at various diameters. In addition, a perforated finned heater was compared with an imperforate finned heater to observe the differences. In the cases of the Re above the critical value, Nusselt numbers for the perforated finned positions are higher than the Nusselt numbers for the imperforate state. Moreover, a correlation has been obtained between the Re and Nu in the Re number above the critical value and the Re below the critical value. Meanwhile, correlations regarding pressure drops in the flow areas have been obtained.
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Introduction: Thermal energy is related to the temperature of matter. A given material and mass, the higher the temperature, the greater its thermal energy. Heat transfer is a study of the exchange of thermal energy through a body or between bodies which occurs when there is a temperature difference. When two bodies are at difference temperature, thermal energy transfers from the one with higher temperature to the one with lower temperature. Heat always transfers from hot to cold.
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Fig. 1 Pin fin 
The common SI and English units and conversation factors used for heat and heat transfer rates. Heat is typically given the symbols Q, and is expressed in joules (J) in SI units. The rate of heat transfer is measured in watts (W), equal to joules per second, and is denoted by q. The heat flux, or the rate of heat transfer per unit area, is measured in watts per area (W/m²), and uses q” for the symbol.
Conduction is at transfer through solids or stationary fluids .when you touch a hot object, the heat you feel is transferred through your skin by conduction. Two mechanisms explain how heat is transferred by conduction: lattice vibration and particle collision. Conduction through solids occurs by a combination of the two mechanisms; heat is conducted through stationery fluids primarily by molecular collisions.
Convection uses the motion of fluids to transfer heat. In a typical convective heat transfer, a hot surface heats the surrounding fluids, which is then carried away by fluid movements such as wind. the warm fluid is replaced by cooler fluid, which can draw more heat away from  the surface. Since the heated fluid is constantly replaced by cooler fluid, the rate of heat transfer is enhanced.  
Natural convection (or free convection) refers to a case where the fluid movement is created by the warm fluid itself .the destiny of fluid decrease as it is heated; thus hot fluids are lighter than cool fluids. warm fluids surrounding a hot object rises, and is replaced by cooler fluid. The result is a circulation of air above the warm surface.
The heat conducted through solids, walls or boundaries has to be continuously dissipated to the surroundings or environment to maintain the system in steady state conduction. In many engineering applications large quantities of heat have to be dissipated from small areas. Heat transfer by convection between a surface and the fluid surroundings it can be increased by attaching to the surface thin strips of metals called fins. The fins increase the effective area of the surface thereby increasing the heat transfer by convection. The fins are also referred as “extended surfaces”. Fins are manufactured in different geometries, depending up on the practical applications .Most of the engineering problems require high performance heat transfer components with progressively less weights, volumes, accommodating shapes and costs. Extended surfaces (fins) are one of the heat exchanging devices that are employed extensively to increase heat transfer rates. The rate of heat transfer depends on the surface area of the fin.
Computational Fluid Dynamics

Computational fluid dynamics (CFD) is a computer‐based simulation method for analyzing fluid flow, heat transfer, and related phenomena such as chemical reactions. This project uses CFD for analysis of flow and heat transfer. Some examples of application areas are: aerodynamic lift and drag (i.e. airplanes or windmill wings), power plant combustion, chemical processes, heating/ventilation, and even biomedical engineering (simulating blood flow through arteries and veins). CFD analyses heat transfer, as relevant to this project. It begins with a review of the tools needed for carrying out the CFD analyses and the processes required, followed by a summary of the governing equations and turbulence models and finally a discussion of the discretisation schemes and solution algorithms is presented carried out in the various industries are used in R&D and manufacture of aircraft, combustion engines, as well as many other industrial products.
It can be advantageous to use CFD over traditional experimental‐based analyses, since experiments have a cost directly proportional to the number of configurations desired for testing, unlike with CFD, where large amounts of results can be produced at practically no added expense. In this way, parametric studies to optimize equipment are very inexpensive with CFD when compared to experiments. This section briefly describes the general concepts and theory related to using CFD to analyze fluid flow and.
Conservation Equations
The conservation laws of physics form the basis for fluid flow governing equations (previously listed as Equations 1‐3 in Section 2.1: Governing Equations and Numerical Schemes). The laws are:
• Law of Conservation of Mass: Fluid mass is always conserved. (Equation 1)
   
• Newton’s 2nd Law: The sum of the forces on a fluid particle is equal to the rate of
change of momentum. (Equation 2)

• First Law of Thermodynamics: The rate of head added to a system plus the rate of
work done on a fluid particle equals the total rate of change in energy. (Equation 3)
 				         
The fluid behavior can be characterized in terms of the fluid properties velocity vector u (with components u, v, and w in the x, y, and z directions), pressure p, density ρ, viscosity μ, heat conductivity k, and temperature T. The changes in these fluid properties can occur over space and time. Using CFD, these changes are calculated for small elements of the fluid, following the conservation laws of physics listed above. The changes are due to fluid flowing across the boundaries of the fluid element and can also be due to sources within the element producing changes in fluid properties. This is called the Euler method (tracking changes in a stationary mass while particles travel through it) in contrast with the Lagrangian method (which follows the movement of a single particle as it flows through a series of elements).
Boundary condition
A 50W heater is used to heat the base wall. Fin base is heated with constant heat flux. Heat transferred from the base to the fin by conduction and from fin to atmosphere by convection. Some amount of heat is also removed by convection from fin base where fin is not attached. Air enter into the rectangular duct with 300 K temperature and air exit from duct at atmospheric pressure.
RESULT & DISCUSSION

The  amount  of  heat  transferred  in  any  process  can  be  defined  as  the  total  amount  of transferred energy excluding any macroscopic work that was done and any energy contained in matter transferred. For the precise definition of heat, it is necessary that it occur by a path that does not include transfer of matter. As an amount of energy (being transferred), the SI unit of heat is the joule (J). The conventional symbol used to represent the amount of heat transferred in a thermodynamic process is Q. Heat is measured by its effect on the states of interacting bodies. Heat transfer coefficients are calculated both for fin and fin base. Q is the total heat transfer from the fin or fin base. And As  is the surface area. 𝚫T is the temperature difference between inlet air and the average temperature of fin or fin base.
The velocity profile of air inside the duct at midsection. From the velocity profile it is clear that the velocity between the two fins is always greater than the free steam velocity. Velocity after the fin is very small.  This may be because of recirculation zone. From Velocity  profile  we  can  conclude  that  velocity  in  front  and  rear  of  the  fin  are  very  small  and  maximum  air velocity occurs at fin side wall. Heat removal rate is high at sidewall of the fin. It is possible to enhance heat transfer by increasing surface area at sidewall though introducing elliptical or aerofoil shape which is supported by several research article.

The velocity profile of air inside the duct at midsection. From the velocity profile it is clear that the velocity between the two fins is always greater than the free steam velocity. Velocity after the fin is  very  small.  This  may  be  because  of  recirculation  zone.  This  is  supported. From Velocity  profile  we  can  conclude  that  velocity  in  front  and  rear  of  the  fin  are  very  small  and  maximum  air velocity occurs at fin side wall. Heat removal rate is high at sidewall of the fin. It is possible to enhance heat transfer by increasing surface area at sidewall though introducing elliptical or aerofoil shape which is supported by several research article.

CONCLUSION
This   paper   analyzes   computational   results   of   flow characteristics   along   with and   heat   transfer characteristics of rectangular body with staggered arranged circular fins subjected to forced convection. All the results calculated separately for the base and fins make this paper distinct. 
· Heat transfer co-efficient and Nusselt number increase with the increase of velocity. 
· Pressure drop across the fin was significant with the increase of inlet velocity. As the velocity increases, the heat transfer rate from the base increases and from the fin decreases. We observed 
· We observe that Nusselt number increasing with increasing Reynolds number.
· It is observed that heat transfer from the fin is higher than the base. 
· The inlet Air velocity increases, the heat transfer rate from the fin decreases and heat transfer rate from the base increases.
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